Wall Post Indicator

RIS

Specificatiom

Indicates if the valve is in the open or
shut postion.

Used to operate a valve installed behind a
wall.

With a 12"0.D.post flange to mount on a
wall.

Operatetd b y handwheel.

Can be supplied to open left or right.

Corrosion Protectiom

Internally and externally red epoxy coated
RAL3000.

Notes:

Design and material are subject to change
without notice.
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Field Adjustment

1. Remove the top section from the top of
the indicator Post assembly.

2. Cut the required square stem length.

3. Set the "OPEN" and "SHUT" targets for
the appropriate valve size.

4. Reattach the top section to the top of the
Indicator Post assembly.
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